
 
 
ADDITION AND CLARIFICATION 
 
Sheet 3  Add the following Contractor Note on Sheet 3 Floor Plan between 

pilasters: 
 
Contractor Note: Remove existing 8” portion of structural CMU wall as 
required for installation of new exhaust fan.  Trim/flash as required.  
Conduit, switch & conductors to fan by MoDOT. 

 
 
Sheet 5     Indicates there is insulation above the ceiling liner panel.  Clarification: 

Contractor shall install R36 blown in fiberglass insulation above existing 
ceiling and one, 24”x24” scuttle whole access with metal trim.   
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